Abstract-Our work focuses on the European Network Code on Emergency and Restoration (NC-ER) which introduced an harmonization requirement of Under-frequency Load Shedding (UFLS) schemes. This new requirement implies that in the medium term, the UFLS scheme of all European countries will have to evolve. It stipulates an acceptable range for the main factors that define an UFLS scheme, namely: the number of load shedding steps, the percentage of load shed in each step, and the accuracy of the frequency measurement that is implemented in the protection relays. In this context, the contribution of this paper is twofold: first, we define a new performance criterion for UFLS schemes; and second, we apply this criterion to two opposite archetypal schemes, in order to highlight the pros and cons of both approaches.
I. INTRODUCTION
An Under-frequency Load Shedding (UFLS) scheme is designed to prevent a power system from a black-out due to a large power imbalance. Most current used schemes in the European grid follow the following traditional design: a predefined amount of load is shed automatically whenever frequency decreases below certain predefined thresholds [1] .
The Network Code on Emergency and Restoration (NC-ER) [2] is a legally binding document which compels ENTSO-E members to update their UFLS schemes in order to harmonize technical operations in the European power grid. When a large grid event which involves load shedding occurs, a balanced participation of each country seems to be the fairest and safest response. As a general rule, UFLS schemes that are currently implemented by European TSOs, and that were inherited from the past, do not comply with the latest NC-ER and will have to be updated.
Two archetypal examples of UFLS schemes are the following. In what could be called the "current" scheme, only a few UFLS steps are used by each TSO, the associated frequency threshold being different from one TSO to another, the amount of load shed in each step is large and frequency measurement is relatively inaccurate due to the use of protective relays designed decades ago. Conversely, in what could be called the "future" situation, many UFLS steps containing only relatively
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little load would be used, and the accuracy of frequency measurement would be improved. When implementing the NC-ER, national TSOs will have to choose the parameters of their UFLS scheme inside the allowed range and to make sure that the new settings actually improve system stability with respect to the current situation; this raises the question of evaluating the performance of a given UFLS scheme.
As an example, "Scheme A", defined by Table I , illustrates the type of scheme that is currently used by TSOs. It is composed of four UFLS steps. Such a traditional scheme typically allows a relatively large inaccuracy in frequency measurement; hence this scheme is not compliant with the guidelines described in the NC-ER (the new UFLS scheme shall be designed with six steps between 48 and 49 Hz, each step should shed between 5 and 10 % for a total of 45 % shed load). In that context, the objective of this work is to compare the performance of a typical current UFLS scheme with the performance of a newer NC-ER-compliant scheme. To this end, we will first introduce a new performance metric for UFLS schemes, and then apply this metric to perform our comparison.
A prospect of this UFLS design, not studied in this paper, is the future challenge due to the steady increase of distributed generation: in this context, disconnecting an entire MV feeder (both load and generation at once) by triggering an UFLS relays in the primary substation may prove too brutal. As a consequence, new solutions will probably be required in order to preserve the efficiency of the load shedding mechanism [3] - [6] .
II. UFLS MECHANISM

A. Principle
Different kinds of events may cause the frequency to drop to the point where automatic load shedding triggers. For example, large generators may trip, or transmission lines may disconnect leading to the grid separation into subareas with potentially large power imbalances. Then frequency decreases according to the swing equation (1) . The primary reserve of frequency regulation may not be sufficient to contain the frequency drop in such a severe situation; whenever power consumption exceeds power generation so much that the imbalance cannot be dealt with by quickly ramping up generators, some consumers must be immediately disconnected from the grid to contain the contingency. As a consequence, whenever frequency reaches the first threshold of the UFLS scheme (which is commonly set to 49 Hz), a fraction of the consumption is shed. If frequency keeps dropping, additional load is shed at lower frequency thresholds. Under-frequency load shedding is thus the last action to avoid an extensive black-out.
B. UFLS scheme design
The steps of an UFLS Scheme are defined by their frequency threshold and the percentage of load to shed. After enough load is shed, frequency eventually goes up and the frequency drop is contained. The amount of load shed should thus be sufficient, but not excessive, since an overly aggressive UFLS scheme would actually be counter-productive. Indeed, if too much load is shed, the under-frequency situation may be followed by an over-frequency situation that could lead to the disconnection of generators [7] . In such a case, the UFLS mechanism would overshoot and actually worsen the power generation deficit. Fig. 1 shows an example. The simulation was based on equations that will be presented below in Section III. An imbalance of 20 % between generation and consumption is simulated and three schemes triggering at 49 Hz are compared. The first one is shedding 19 % of the consumption, the second one 20 % and the last one 22 %. The final value of frequency is reported in the legend of the graph on Fig. 1 ; this value may be determined by a longer simulation or simply by using equations (2) and (3) below. • Scheme 3 is shedding too much load and leads to an over-frequency situation. The most sensitive generators may disconnect.
• Scheme 1 simply contains the frequency drop and the final frequency is lower than its initial value.
• Scheme 2 not only contains the frequency drop, but also drives frequency back to its initial value. Nevertheless, a small temporary overshoot in frequency may be observed; this is due to the frequency regulation. In section IV-B below, we will elaborate on this example to devise our performance criterion for UFLS schemes. By contrast with the UFLS Scheme A, Table II shows one of the many possible schemes that comply with the NC-ER. Note that this scheme contains six steps, two more than Scheme A. 
III. POWER GRID MODELING FOR UFLS STUDIES A. Grid model
The grid is modeled by a single synchronous machine which provides the generation, inertia and primary frequency regulation. The secondary frequency regulation is not taken into account because its time constant is too large to be considered.
Swing equation: the frequency evolution is ruled by the swing equation:
f frequency in p.u. ∆p generation and consumption difference in p.u. H inertia
Primary frequency regulation:
The frequency regulation is represented by a proportional gain g d and saturates at 49.8 Hz and 50.2 Hz [8] , followed by a first-order low-pass filter with time constant τ . The symbol s denotes Laplace-transform.
g 0 initial generation (after triggering event) g d generation droop τ time constant for generator response Consumption: We modeled the load as depending linearly from frequency [9] .
p 0 initial consumption considering the load shedding k pf frequency-sensitivity of consumption Simulations were conducted using the following values:
A sensitivity study with respect to these parameters is provided in the next section.
B. Relays
On November 4th, 2006, an incident led to triggering the first step of the UFLS scheme in several European countries. It revealed that a part of the relays contained in the first step did not trigger because of frequency measurement inaccuracy [10] .
This behavior is added in our model, considering that the load shed at a step follows a normal distribution depending on the frequency. The standard deviation of this distribution is directly linked to the frequency measurement accuracy. The tripping delay of our "inaccurate relays" is considered as depending on the accumulated time spent in the vicinity of the frequency threshold: the longer frequency remains at a certain value (frequency threshold ±3 standard deviation) the more relays trigger. See Fig. 2 for an example of this behavior. 
C. Premature loss of generation caused by low frequency
During an under-frequency situation, generator tripping is generally assumed to begin at 47.5 Hz. In fact, the event that occurred on November 4th, 2006 in Europe and the countrywide black-out that occurred on September 28th, 2003 in Italy showed that generators may disconnect before frequency actually reaches the 47.5 Hz limit, and sometimes even before it reaches 49 Hz. We do not implement these situations explicitly in our simulation, since they may simply be considered as a larger initial loss of generation.
Moreover, most of the generators which tripped during the event of 2006 were meeting grid requirements (tripping at those frequencies was their expected response); but these requirements have evolved since then, and generators, nowadays, should not trip before reaching 47.5 Hz. Nevertheless, the physical design of generators (that depends on choices made by their manufacturers) may be such that the actual range of frequency supported by the machine is smaller than the range of frequency implemented in the protection relays (which depends on grid requirements). Thus the possibility of losing generators before reaching 47.5 Hz or 51 Hz may still exist.
IV. COMPARISON OF VARIOUS UFLS SCHEMES
A. Robustness of an UFLS scheme with respect to the triggering event
As developed in the introduction, under-frequency situations may be caused by various contingencies. In particular, they may arise due to the loss of transmission lines causing the network to split into subareas. It is important to notice that the parameters of these sub-networks cannot be determined in advance; hence, no assumption should be made regarding (A) the amount of imbalance that the UFLS scheme will have to deal with, nor (B) the characteristics (such as inertia) of the network after the event, nor (C) the location of the resources (such as MV-feeders or entire HV/MV substations) that the UFLS will be able to rely on.
The last point (C) leads to the relatively straightforward conclusion that UFLS resources should be spread relatively evenly in the network. It would probably not be a good idea, for instance, to locate all the resources of the first UFLS step in the North of a country, and all the resources of the second UFLS step in the South.
The first and second points (A) and (B) are however less obvious. Ensuring that an UFLS scheme will be robust with respect to the total initial imbalance and the system inertia calls for detailed analysis, which will be the object of the following sections.
B. Performance criterion
The performance metric used by ENTSO-E to support the new requirements is [11] the steady-state value reached by the frequency after the load-shedding : the scheme is considered as efficient if this value is close to the initial value of 50 Hz for 8 different imbalances (1, 5, 10, 20, 30, 40, 50 and 60%) .
Taking a different perspective at the matter, we argue that it would also be reasonable to measure the performance of an UFLS scheme by the maximum frequency which can be reached after load shedding, for any imbalance lower than the total amount of load in the UFLS scheme. By comparison with the performance criterion of ENTSO-E [11] , this means two things:
• first, we are checking the value of frequency for the whole range of possible imbalances, and not only for a few predefined values of the imbalance.
• Second, we are checking the value of frequency at any time after load shedding occurs, not only its steady-state value. The rationale of our performance metric is the following: UFLS is an automatic and fast response to re-establish power balance, it should thus be judged by its ability to maintain system stability and not by its ability to return frequency to its nominal value. If the steady-state frequency value after load shedding stabilizes to a low (yet above 47.5 Hz) value, this is not detrimental to the power system: the point is that a full black-out was avoided, and TSOs will then be able to take actions to get the frequency back to its initial value, by starting up additional generation units or manually shedding some more load if necessary. As a consequence, a given UFLS plan should not be penalized based on the fact that it leads to an under-frequency situation. On the contrary, over frequency situations should be avoided because generators as a whole will disconnect much faster in case of over-frequency. Avoiding over-frequency situations, at any time (not only in steady-state) and for any reasonable value of the initial imbalance, is thus the aim of our performance criterion.
The value of the maximum frequency after load shedding depends on relays characteristics and grid parameters such as inertia. If the grid splits into subareas, each subarea may have its own characteristics which are not predictable. We thus need to carry out a sensitivity study with respect to the three following important grid parameters: system inertia, droop constant and frequency-sensitivity of consumption.
The principle of our work is to time-simulate various imbalances and to plot the maximum value of frequency that is reached after load shedding for each scenario. Fig. 3 shows how the maximum frequency changes when loss of generation is increased. Two schemes are compared: one is representative of "current" schemes, and the other is representative of "future" schemes that will fulfill the NC-ER requirements (we used the schemes shown in Table I and II) .
Curves start from 3 % (as the primary reserve is around 1 % and the consumption decrease is around 1 % too for triggering the first UFLS step at 49Hz). These curves look like saw-teeth. Their number is directly linked to the number of steps for each scheme: six for Scheme B and four for Scheme A. It is clear that taking a limited numbers of imbalances does not allow to have an overview of the performances of an UFLS scheme.
Local minima are observed on Fig.3 whenever the loss of generation reaches a value such that a new step of the UFLS scheme must be activated; in such a case, the maximum frequency after shedding (on the y-axis) increases quickly with the amount of generation lost (on the x-axis). Indeed, losing only slightly more generation will lead the frequency to reach a slightly lower value and will potentially cause a Fig. 3 . Frequency progression for different shed percentages large number of additional UFLS relays to trigger. In the extreme situation where all relays would trigger exactly at the same frequency, that is to say, if the frequency measurement inaccuracy was not taken into account, the curves depicted on Fig.3 would go up vertically after each local minimum; local maxima would be reached immediately after local minima; and whenever a minimum would be attained, one would read the frequency threshold of the corresponding UFLS step on the yaxis. However, because of frequency measurement inaccuracy, the slope of the curve after local minima is not vertical, local maxima are reached about halfway between two UFLS steps (not right after a step), and minima are reached for frequency values that are slightly higher than the theoretical frequency thresholds of the UFLS scheme. Fig. 3 shows that the "current" scheme, where the thresholds of UFLS relays are distributed with a standard deviation of 50 mHz [10] , never exceeds the nominal frequency of 50 Hz: as a consequence, there is no risk of over-frequency situation. In comparison, the "future" scheme, where the standard deviation is only 10 mHz (representing 30 mHz precision according to [12] ), drives frequency to values well above 50 Hz. The newer scheme benefits from having more steps of smaller size than the "current" scheme; but the fact that frequency is measured more accurately favors the occurrence of over-frequency situations. The main differences between these schemes are shown in Table III .
The results of Table III may be generalized, but the curves from Fig. 3 tremendously depend on grid and relays parameters (inertia, accuracy of frequency measurements, etc). If those parameters vary, the curves will keep approximately the same shape but may be shifted upwards along the frequency axis. Indeed, they are lower-bounded by the characteristics of their UFLS schemes (recall that the minima on Fig. 3 derive from the UFLS steps in a relatively straightforward manner), which prevents them from being shifted downwards; but they may reach high values of frequency, potentially above Hz. We will thus now turn to studying how the maximum frequency of Fig. 3 changes when the main parameters of the simulation are changed for each UFLS scheme.
C. Sensitivity of the max frequency reached post-shedding Fig. 3 shows the maximum frequency reached after loadshedding for various imbalances. In this section, we will focus on the maximum frequency reached for a given scheme, when the initial loss of generation varies. For instance, Fig.  3 shows that for the value of inertia H, droop constant g d and load sensitivity k pf that are indicated in Section III, the maximum frequency that could be reached for UFLS Scheme A is about 49.50 Hz, and it is about 50.25 Hz for Scheme B. Now, how do these two values change when parameters H, g d and k pf vary? Note that the initial imbalance that leads to the maximum frequency may not be the same for different values of these three parameters. In the following figures, we will vary one (and only one at a time) of the three parameters under consideration, and plot the maximum postload-shedding frequency with respect to this parameter. The other two parameters are kept constants; they are set to the values indicated in Section III, namely: H = 6 seconds, g d = 5 %/Hz, k pf = 1 %/Hz. Note that our model does not capture the phenomenon of generators tripping due to excessive frequency; as a consequence, the following graphs display unrealistic high values of frequency (that would be prevented in practice by the fact that generators would trip). In our studies, these values indicate that we detected a "danger zone": values of parameters H, g d and k pf that could lead to an overshoot of the UFLS scheme under consideration. 1) System inertia: power system inertia, H, is an energy stock provided by rotating machines in the network. The larger this energy stock, the smaller the time derivative of frequency (for a given imbalance); see Equation (1) . Fig. 4 shows the evolution of the maximum frequency reached for the two UFLS schemes previously compared. If inertia is larger, the system response will be long, fewer relays will trip because of frequency measurement inaccuracy, and the final value of frequency will be lower, which is beneficial. Conversely of inertia is low, frequency will evolve fast, many relays will trigger, frequency will reach a potentially high value after load shedding.
Particularly, the effect of inertia is stronger on Scheme A because UFLS steps are larger. Thus, for low values of inertia, Scheme B appears better than Scheme A (the beneficial effect of having many steps dominates), while Scheme A appears better than Scheme B for high values of inertia (the beneficial effect of using less accurate frequency measurements dominates). 2) Generators droop: the generator droop, g d , is the primary reserve of the frequency regulation. Interestingly, the qualitative effect of this parameter is not the same for both schemes, see Fig. 5 . This may be explained simply by the fact that droop control tends to drive frequency towards (rather than "away from") 50 Hz, as follows. When Scheme A is used, the post-load-shedding frequency is lower than 50 Hz. As a consequence, the effect of droop control when Schema A is used is to increase post-load-shedding frequency (hence the fact that the curve for Scheme A is nearly monotonically increasing on Fig. 5) .
Conversely, when Scheme B is used, the post-load-shedding frequency is higher than 50 Hz, because more accurate relays are used and such relays tend to trigger all-at-once; so the effect of droop control is to decrease frequency (hence the fact that the curve for Scheme A is monotonically decreasing on Fig. 5) .
From a certain value of the droop constant, there is no effect on the maximum frequency reached after load shedding (this is particularly visible for Scheme A on Fig. 5 ). The droop is so important that frequency stability of the system is guaranteed even with imbalances which lead to apply load shedding.
3) Frequency sensitivity of consumption, k pf : on one hand, the primary frequency regulation is almost a proportional gain (limited between ± 0.2 Hz around 50 Hz) which allows the system to reach a power balance. On the other hand, the load tends to decrease when frequency drops, which further favors the power balance. See Fig. 6 for the effect on both schemes of this parameter. The higher k pf , the better from the viewpoint of system stability. On the contrary, if load is not sensitive to frequency (or if the sensitivity is even negative), then its effect is detrimental from the viewpoint of system stability. This behavior is the same for both UFLS schemes. Nevertheless the effect if more visible for Scheme A than for Scheme B: the reason is the same that for the inertia.
V. CONCLUSIONS
The performance criterion defined in Section IV-B allows us to have a basis to compare the two archetypal types of UFLS schemes: the scheme that has been commonly used in the last decades, corresponding to Scheme A, and the future one (yet to be implemented), corresponding to Scheme B. The curve of Fig. 3 representing maximum frequency reached post-shedding in function of the power imbalance looks like saw-teeth for both schemes. Then, whichever scheme is implemented, the frequency reached may correspond to one of the frequency thresholds of the UFLS scheme (the threshold reached will depend on the power imbalance). Thus, it is not possible to design a UFLS scheme in order to regulate the frequency. Moreover, as previously mentioned, an UFLS scheme is the last part of frequency stability and has not a regulation aim but a protection/defense goal of the electrical system.
The sensitivity study depending on grid parameters shows that inertia H and the load frequency dependence k pf have the same beneficial effect on maximum frequency reached for both schemes. Scheme A is however more sensitive than Scheme B to these two parameters, because of its inaccuracy in frequency measurement. For our reference values of H and k pf , the droop parameter g d has an opposite effect on the two schemes: when g d is increased, the frequency reached with Scheme A increases towards 50 Hz while the frequency reached with Scheme B decreases towards 50 Hz. Because of differences in accuracy of frequency measurement, the maximum postshedding frequency reached with Scheme A is relatively low, while Scheme B presents a higher risk of over-frequency situations. This explains why the frequency reached after the shedding that occurred on November 4th, 2006 in Europe was just over 49 Hz. It was due of UFLS schemes of countries involved in shedding which were of the type of the Scheme A developed in this paper.
In the future, the gradual replacement of existing UFLS relays with higher-accuracy ones should be done with care, in order to avoid unintentionally degrading the performance of the UFLS mechanism.
